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Code for Facilities, Technology and Inspection for Governors  

of Urban Gas Business 

 

 

 

1. General 

 

 

1.1 Scope 

This code applies to the installation, operation and inspection of governors among gas supply 

facilities of general city gas business operators in conformity to the Urban Gas Business Act 

(hereinafter to be referred to as “the Act”), Article 2, No.4 and No. 5.  

 

 

1.2 Validity of Code 

 

1.2.1 This Code has passed the deliberation and resolution by the Gas Technical Standards 

Committee (Bill No. 2022-9, November 18, 2022) in conformity to the High-Pressure Gas Safety 

Control the Act, Article 33-2, in accordance with the Act, Article 17-5, Clause 2, has been approved 

by the Minister of Trade, Industry & Energy (Notification No. 2022-848 of the Ministry of Trade, 

Industry & Energy, December 1, 2022) and is valid and effective as detailed standards in conformity 

to the Act, Article 17-5, Clause 1.  

 

1.2.2 Conformity to this Code is deemed to conform to Table 6, No. 2 of the Enforcement Regulation 

in accordance with the Act (hereinafter referred to as “Enforcement Regulation”), Article 17-5, Clause 

4. <Revised on August 7, 2015> 

 

 

1.3 Definitions 

 

The meanings of the terms used in this Code are as follows:  

 

1.3.1 A “governor” means the equipment which has the pressure reduction function to reduce the 

pressure of city gas to be suitable for consumers, the pressure regulating function to maintain the 


